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TAB CONTROL W/ HW REHEAT: TAB-A

NO SCALE

1

1-PHASE EXHAUST FAN CONTROL: FAN-A

TYPICAL FOR 75-EF--7

3

3-PHASE EXHAUST FAN CONTROL: FAN-B

TYPICAL FOR 75-EF--7

4

TAB CONTROL W/ HW REHEAT AND SUPPLEMENTAL HEAT: TAB-B

NO SCALE
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INDICATES DETAIL NUMBER/SHEET NUMBER, ALSO IN NOTE BUBBLE

INDICATES KEYED NOTE USED TO DESCRIBE ADDITIONAL INFORMATION OF WORK REQUIRED,
SPECIFIC TO THE SHEET AND/OR DETAIL IT IS SHOWN WITH.

INDICATES LUMINAIRE IS UNSWITCHED FOR NIGHT LIGHT.

ALL ELECTRICAL CONDUCTORS SHALL BE COPPER.

ABBREVIATION KEY:

+#"  MOUNTING HEIGHT FROM FINISHED FLOOR TO CENTERLINE.

1.

2.

3.

4.

5.

6.

7.

8.

9.

"1/E*"

"          "

"NL"

#

MOUNTING SUBSCRIPT KEY:

a. RECEPTACLES:

b. A SLASH IS USED BETWEEN TWO SUBSCRIPTS  ie: A/H

REFER TO MATERIAL LIST AND SPECIFICATIONS FOR FULL DESCRIPTIONS AND
MANUFACTURERS OF ALL DEVICES.

LINE TYPE KEY:

A MOUNT ABOVE COUNTER (+6" TO CENTERLINE ABOVE COUNTER OR BACKSPLASH,
WHICHEVER IS GREATER)

LIFT MOUNT 6" BELOW CEILING FOR LIFT
C MOUNT FLUSH IN CEILING

NEW WORK BY THIS CONTRACTOR (DARK SOLID LINE)

NEW WORK UNDERFLOOR OR UNDERGROUND BY THIS CONTRACTOR (DARK LONG
DASHED LINE)

NEW WORK BY OTHERS AND/OR EXISTING TO REMAIN (LIGHT SOLID LINE)

EXISTING TO BE REMOVED BY THIS CONTRACTOR (DARK SHORT DASHED LINE)

GENERAL ELECTRICAL NOTES

THE COMPLETE INSTALLATION SHALL BE IN ACCORDANCE WITH THE UFAS (UNIFORM FEDERAL ACCESSIBILITY
STANDARDS).

CIRCUIT NUMBERS ARE SHOWN FOR CIRCUIT IDENTIFICATION.  CIRCUITING SHALL AGREE WITH NUMBERING ON
THE PANEL PROVIDED. COMMON NEUTRALS MAY NOT BE USED FOR BRANCH CIRCUITS.  BALANCE THE LOAD ON
PANEL AS EVENLY AS POSSIBLE BETWEEN EACH PHASE.

CIRCUITS SERVING EMERGENCY AND EXIT LUMINAIRES WILL BE RUN IN SEPARATE RACEWAY FROM ALL OTHER
CIRCUITS.

A #12 GREEN INSULATED GROUND CONDUCTOR SHALL BE INSTALLED WITH CIRCUIT CONDUCTORS TO ALL
RECEPTACLES.

CONCEAL ALL CONDUIT IN WALLS, PARTITIONS, ABOVE CEILING, AND IN FLOOR SLAB, ETC. UNLESS OTHERWISE
INDICATED ON THE PLANS OR IN THE SPECIFICATIONS.  CONDUIT IN MECHANICAL ROOMS, AND STORAGE ROOMS
WITHOUT CEILINGS MAY BE EXPOSED ON BUILDING STRUCTURE.

BOXES LOCATED ON OPPOSITE SIDES OF NON-RATED WALLS SHALL BE OFFSET A MINIMUM OF 6" HORIZONTALLY.
BOXES ON OPPOSITE SIDES OF FIRE RATED WALLS SHALL BE OFFSET A MINIMUM OF 24" HORIZONTALLY.  "THRU-
THE-WALL" BOXES SHALL NOT BE ALLOWED WITHOUT PRIOR WRITTEN APPROVAL OF THE ARCHITECT/ENGINEER.

FLUSH MOUNT ALL TOGGLE SWITCHES AS INDICATED IN SPECIFICATIONS, EXCEPT WHERE OTHERWISE NOTED.
TOGGLE SWITCHES MAY BE SURFACE MOUNTED WHEN CONDUIT IS SPECIFIED EXPOSED.

TWO ADJACENT SWITCHES SHOWN WITH A SINGLE CIRCUIT CONNECTION INDICATES MULTI-LEVEL SWITCHING;
INBOARD AND OUTBOARD LAMPS ARE TO BE SWITCHED SEPARATELY.

FLUSH MOUNT ALL DUPLEX RECEPTACLES AS INDICATED IN SPECIFICATIONS, EXCEPT WHERE OTHERWISE
NOTED.  RECEPTACLES AND OUTLETS MAY BE SURFACE MOUNTED WHEN CONDUIT IS SPECIFIED EXPOSED.

DUPLEX RECEPTACLES FOR ELECTRIC WATER COOLERS (EWC) SHALL BE CONCEALED BEHIND WATER COOLER
ACCESS PLATE OR BE DIRECTLY BELOW AND CENTERED ON EWC.  CONTRACTOR SHALL VERIFY TYPE OF EWC TO
BE INSTALLED.

CONTRACTOR SHALL VERIFY ALL FURNITURE, MODULAR FURNITURE AND EQUIPMENT LOCATIONS WITH
ARCHITECTURAL PLANS, ELEVATIONS AND REVIEWED SHOP DRAWINGS.  PRIOR TO MAKING THE ACTUAL
ELECTRICAL INSTALLATION THIS CONTRACTOR SHALL ADJUST RECEPTACLES, OUTLETS OR CONNECTION
LOCATIONS TO ACCOMMODATE FURNITURE AND/OR EQUIPMENT.

ELECTRICAL EQUIPMENT SHALL BE MOUNTED TO AVOID IMPEDANCE OF, OPERATION OF, AND/OR ACCESS TO
ELECTRICAL AND MECHANICAL EQUIPMENT.  ALL MOUNTING OF ELECTRICAL GEAR ON EQUIPMENT SUPPLIED BY
ANOTHER CONTRACTOR, SHALL BE APPROVED IN ADVANCE BY THE OTHER CONTRACTOR.

TELECOMMUNICATIONS EQUIPMENT SHALL BE MOUNTED TO ALLOW ACCESS TO ELECTRICAL AND MECHANICAL
EQUIPMENT. ALL MOUNTING OF TELECOMMUNICATION DEVICES ON EQUIPMENT SUPPLIED BY ANOTHER
CONTRACTOR SHALL BE APPROVED IN ADVANCE IN ADVANCE BY THE OTHER CONTRACTOR.

ALL FINAL ELECTRICAL CONNECTIONS TO MOTORS SHALL BE MADE WITH FLEXIBLE METAL CONDUIT.  USE
LIQUIDTIGHT CONDUIT AND FITTINGS WHERE SUBJECT TO MOISTURE.  ROUTE GROUND WIRE FROM CIRCUIT
GROUND TO MOTOR GROUND THROUGH FLEXIBLE CONDUIT.  FLEXIBLE CONDUIT SHALL NOT EXCEED 6' IN LENGTH.

CONTRACTOR SHALL BE RESPONSIBLE FOR ALL OPENINGS REQUIRED IN WALLS.  ALL OPENINGS SHALL BE
REPAIRED TO MATCH EXISTING BY A QUALIFIED CONTRACTOR AT THE EXPENSE OF THIS CONTRACTOR.  ALL
CONDUITS THROUGH WALLS SHALL BE GROUTED OR SEALED INTO OPENINGS.

ALL MATERIALS USED TO SEAL PENETRATIONS OF FIRE RATED WALLS AND FLOORS SHALL BE TESTED AND
CERTIFIED AS A SYSTEM PER ASTM E814 STANDARDS FOR FIRE TESTS OF THROUGH-PENETRATION FIRESTOPS,
SEE SPECIFICATIONS.
 
CONTRACTOR SHALL INSTALL AT EACH SERVICE ENTRANCE A PERMANENT DIRECTORY ACCORDING TO ARTICLE
230, PART 1 OF THE NATIONAL ELECTRIC CODE.

ALL WELDING SHALL BE ACCORDING TO AMERICAN WELDING SOCIETY STANDARDS.  CONTRACTOR SHALL
FURNISH TO THE ARCHITECT/ENGINEER CERTIFICATES QUALIFYING EACH WELDER, PRIOR TO START OF WORK.
THE ARCHITECT/ENGINEER RESERVES THE RIGHT TO REQUIRE QUALIFYING DEMONSTRATION, AT THE
CONTRACTOR'S EXPENSE, OF ANY WELDERS ASSIGNED TO THE JOB.

CONTRACTOR SHALL REMOVE AND REINSTALL ALL CEILING TILES AS REQUIRED FOR THE EXECUTION OF
ELECTRICAL WORK THAT IS OUTSIDE THE CONTRACT LIMITS OF CONSTRUCTION.  CONTRACTOR SHALL REPLACE
CEILING TILES WITH IDENTICAL MATERIAL WHERE DAMAGED BY THIS CONTRACTOR.

1.

2.

3.

4.

5.

6.

7.

8.

9.

10.

11.

12.

13.

14.

15.

16.

17.

18.

19.

ELECTRICAL INSTALLATION NOTES

1PH SINGLE-PHASE

1P SINGLE POLE

2/C TWO-CONDUCTOR

3/C THREE-CONDUCTOR

3PH THREE-PHASE

4/C FOUR-CONDUCTOR

4W FOUR-WIRE

A/C UNIT AIR CONDITIONING UNIT

A/E ARCHITECT/ENGINEER

AAP ALARM ANNUNCIATOR PANEL

AC ALTERNATING CURRENT OR ARMORED

CABLE

ACC ACCESSIBLE

ADDL ADDITIONAL

ADJ ADJACENT, ADJOINING

ADO AUTOMATIC DOOR OPENER

AF AMPERE FRAME OR AMP FUSE

AFC ABOVE FINISHED COUNTER,

AUTOMATIC FREQUENCY CONTROL,

OR AVAILABLE FAULT CURRENT

AFF ABOVE FINISHED FLOOR

AFG ABOVE FINISHED GRADE

AH AMPERE HOUR

AHJ AUTHORITY HAVING JURISDICTION

AIC AMPERE INTERRUPTING CAPACITY

ALT ALTERNATE

AMB OR A AMBIENT

AMP AMPERE

ARCH ARCHITECT

ASC AMPS SHORT CIRCUIT

AT AMPERE TRIP

ATS AUTOMATIC TRANSFER SWITCH

AUTO AUTOMATIC

AV AUDIO VISUAL

BAT BATTERY

BC BARE COPPER

BD BOARD

BFF BELOW FINISH FLOOR

BIL BASIC INSULATION LEVEL

BLDG BUILDING

BPIP BOILER PLANT INSTRUMENTATION

PANEL

BRKR BREAKER

BYP BY PASS

C CONDUIT

CAB CABINET

CALC CALCULATE

CAP CAPACITY

CAT CATALOG

CATV COMMUNITY ANTENNA TELEVISION

CCR CONTROL CONTACTOR

CCTV CLOSED CIRCUIT TELEVISION

cd CANDELA

CD CONSTRUCTION DOCUMENTS

CF CONTRACTOR FURNISHED

CF/CI CONTRACTOR

FURNISHED/CONTRACTOR INSTALLED

CF/OI CONTRACTOR FURNISHED/OWNER

INSTALLED

CFE CONTRACTOR FURNISHED EQUIPMENT

CHW CHILLED WATER

CHWP CHILLED WATER PUMP

CKT CIRCUIT

CKT BRKR CIRCUIT BREAKER

CLF CURRENT LIMITING FUSE

CLG CEILING

CMU CONCRETE MASONRY UNIT

COMM COMMUNICATION

COMPT COMPARTMENT

CONC CONCRETE

CONT CONTINUE

CONTR CONTRACTOR

COORD COORDINATE

CPT CONTROL POWER TRANSFORMER

CRI COLOR RENDERING INDEX

CT CURRENT TRANSFORMER

CU   COPPER

CU FT CUBIC FEET

CUR CURRENT

DB DECIBEL OR DIRECT BURIAL

DC DIRECT CURRENT

DCP DIMMER CONTROL PANEL

DEG C DEGREES CELSIUS

DEG F DEGREES FAHRENHEIT

DEMO DEMOLITION

DIAG DIAGRAM

DISC DISCONNECT

DISTR DISTRIBUTION

DISTR PNL DISTRIBUTION PANEL

DMR SW DIMMER SWITCH

DN DOWN

DPDT DOUBLE POLE, DOUBLE THROW

DPST DOUBLE POLE, SINGLE THROW

DRSW DOOR SWITCH

DS DISCONNECT SWITCH

DWG DRAWING

ELECTRICAL ABBREVIATIONS

EC EMPTY CONDUIT OR ELECTRICAL

CONTRACTOR

EG EQUIPMENT GROUND

EL ELEVATION

ELEC ELECTRIC OR ELECTRICAL

ELEV ELEVATOR

EMCP EMERGENCY MONITORING CONTROL

PANEL

EMER EMERGENCY

EMI ELECTROMAGNETIC INTERFERENCE

EMT ELECTRICAL METALLIC TUBING

ENCL ENCLOSURE

EPO EMERGENCY POWER OFF

EPRF EXPLOSION PROOF

ESMT EASEMENT

EWC ELECTRIC WATER COOLER

EWH ELECTRIC WATER HEATER

EXIST EXISTING

GC GENERAL CONTRACTOR

GFCI GROUND FAULT CIRCUIT INTERRUPTER

GTB GROUND TERMINAL BOX

HID HIGH INTENSITY DISCHARGE

HOA HAND-OFF-AUTOMATIC

HP HORSEPOWER

HT HEIGHT

HZ HERTZ

IESNA ILLUMINATION ENGINEERING SOCIETY

OF NORTH AMERICA

IMC INTERMEDIATE METAL CONDUIT

INCAND INCANDESCENT

IR INFRARED

J-BOX JUNCTION BOX

kV KILOVOLT

kVA KILOVOLT AMPERE

kVAH KILOVOLT AMPERE PER HOUR

kVAR KILOVOLT AMPERE REACTIVE

kW KILOWATT

kWH KILOWATT HOUR

kWHM KILOWATT HOUR METER

LED LIGHT EMITTING DIODE

LF LINEAR FEET (FOOT)

LM LUMEN

LP LIGHT POLE

LPS LOW PRESSURE SODIUM

LRA LOCKED ROTOR AMPS

LT LIGHT

LTG LIGHTING

LTG PNL LIGHTING PANEL

LTNG LIGHTNING

LV LOW VOLTAGE

MAX MAXIMUM

MBJ MAIN BONDING JUMPER

MC METAL-CLAD OR MECHANICAL

CONTRACTOR

MCA MINIMUM CIRCUIT AMPS

MCB MAIN CIRCUIT BREAKER

MCC MOTOR CONTROL CENTER

MDP MAIN DISTRIBUTION PANEL

MECH MECHANICAL

MG MOTOR GENERATOR

MH MANHOLE

MIN MINIMUM

MOCP MAXIMUM OVERCURRENT PROTECTION

MLO MAIN LUGS ONLY

MT MOUNT

MTD MOUNTED

MTG MOUNTING

MTS MANUAL TRANSFER SWITCH

MV MEDIUM VOLTAGE

MVA MEGAVOLT-AMPERE

NA NOT APPLICABLE

NEC NATIONAL ELECTRICAL CODE

NEMA NATIONAL ELECTRICAL

MANUFACTURERS ASSOCIATION

NEUT OR N NEUTRAL

NFPA NATIONAL FIRE PROTECTION

ASSOCIATION

NIC NOT IN CONTRACT

NL NIGHT LIGHT

NO NORMALLY OPEN

NS NO SCALE

NTS NOT TO SCALE

OC ON CENTER

OD OUTSIDE DIAMETER

OL OVERLOAD

FC FOOTCANDLE

FI FILM ILLUMINATOR

FIXT FIXTURE

FLA FULL LOAD AMPS

FLEX FLEXIBLE METALLIC CONDUIT

FLT FLOODLIGHT

FLUOR FLUORESCENT

FLUOR FIX FLUORESCENT FIXTURE

FP FIRE PROTECTION

FT FEET OR FOOT

FU SW FUSED SWITCH

FVNR FULL VOLTAGE NON-REVERSING

FVR FULL VOLTAGE REVERSING

G OR GND GROUND OR GENERATOR

GEN GENERATOR

P POLE

PA PUBLIC ADDRESS

PB PANELBOARD, PULL BOX, OR

PUSHBUTTON

PBPU PREFABRICATED BEDSIDE PATIENT

UNIT

PCB POLYCHLORINATED BIPHENYL

PEC PHOTOELECTRIC CELL

PED PEDESTAL

PEND PENDANT

PF POWER FACTOR

PH PHASE

PNL PANEL

POD POWER OPERATED DAMPER

PT POTENTIAL TRANSFORMER

PTRV POWER TYPE ROOF VENTILATION

PVC POLYVINYL CHLORIDE (PLASTIC)

PWR POWER

RCP REFLECTED CEILING PLAN

REC RECESSED

RECPT RECEPTACLE

RGS RIGID GALVANIZED STEEL

RM ROOM

RMS ROOT MEAN SQUARE

REQD REQUIRED

SCC SHORT CIRCUIT CAPACITY

SES SERVICE ENTRANCE SECTION

SF SQUARE FOOT (FEET)

SHT SHEET

SI INTERNATIONAL SYSTEM OF UNITS

SPEC SPECIFICATION

SPST SINGLE POLE, SINGLE THROW

SURF SURFACE

SW SWITCH

SWBD SWITCHBOARD

SWGR SWITCHGEAR

TBR TO BE REMOVED

TC TELECOMMUNICATIONS CONTRACTOR

UFD UNDERFLOOR DUCT

UGND UNDERGROUND

UL UNDERWRITERS LABORATORY

UON UNLESS OTHERWISE NOTED

UPS UNINTERRUPTIBLE POWER SUPPLY

UTIL UTILITY

V VOLT

VA VOLT AMPERE

VAR VOLT AMPERE REACTIVE

VFD VARIABLE FREQUENCY DRIVE

VOLT VOLTAGE

W WATT

WH WATER HEATER

WP WEATHERPROOF

XFER TRANSFER

XFMR TRANSFORMER

S

2

DP#__

A

B

C

A

B

C

D

E

E

J

G

R
50

PP

VFD

R
50

S

S

WP

PB

T

J

T

E E

EE

CC

WH

W

V

A

M

M

O.C.B.

PP

OC
A

OC
U

OC
D

PC

PS

LS

ELECTRICAL POWER SYMBOL LIST

ELECTRICAL LIGHTING SYMBOL LIST

ELECTRICAL POWER SYMBOL LIST (DIA.)

ELECTRICAL POWER SYMBOL LIST (DIA.)

SYMBOL: DESCRIPTION:

MOTOR, SINGLE-PHASE

MOTOR, THREE-PHASE

JUNCTION BOX

PULL BOX

WYE CONNECTION

TRANSFORMER, PLAN

EARTH GROUND

LADDER CABLE TRAY

BRANCH CIRCUIT HOMERUN.  LINES INDICATE NUMBER OF
CIRCUITS, NEUTRAL, AND SWITCH LEG CONDUCTORS. ONE
SEPARATE GREEN GROUNDING CONDUCTOR SHALL BE
PROVIDED FOR EACH HOMERUN

WIREWAY

RIGID CONDUIT LINE = RC

DIRECT BURIAL CABLE = DB

POWER DUCT = P

FLOOR OUTLET, DATA COMMUNICATION

PUSH BUTTON

DISTRIBUTION PANEL

PANELBOARD CABINET, FLUSH MOUNTED

PANELBOARD CABINET, SURFACE MOUNTED

POWER POLE

RECEPTACLE, DUPLEX

RECEPTACLE, DUPLEX ON EMERGENCY POWER

RECEPTACLE, DUPLEX WITH GROUND FAULT CIRCUIT
INTERRUPTER

RECEPTACLE, QUADRAPLEX, WITH GROUND FAULT

RECEPTACLE, SINGLE

RECEPTACLE, SINGLE WITH SWITCH

RECEPTACLE, DUPLEX ON EMERGENCY POWER
A = 120V, 20A, 1 PHASE, 2-POLE, 3W, NEMA 5-20R.
B = 208V, 20A, 1 PHASE, 2-POLE, 3W, NEMA 6-20R.
C = 120V, 30A, 1 PHASE, 2-POLE, 3W, NEMA 5-30R.
D = 208V, 30A, 1 PHASE, 2-POLE, 3W, NEMA 6-30R.
E = 208V, 60A, 1 PHASE, 3-POLE, 4W, NEMA 14-60R.
F = 208V, 30A, 3 PHASE, 3-POLE 4W, NEMA 15-30R.
G = 208V, 50A, 3 PHASE, 3-POLE, 4W, NEMA 15-30R.
H = 208V, 60A, 3 PHASE, 3-POLE, 4W, NEMA 15-60R.

RECEPTACLE, SWITCHED DUPLEX

DROP CORD, SINGLE CONVENIENCE OUTLET, 3-WIRE,
GROUNDING TYPE, 20A, W/#12 CONDUCTORS IN
FLEXIBLE CORD (CENTER LINE OF OUTLET: 6'-6"
[1981mm] AFF. MINIMUM).

ELECTRICAL STRIP MOLD (OUTLETS ON 1'-0"
CENTERS, MTD AS INDICATED.

3-GANG COMPARTMENT BOX IN FLOOR FOR TELEPHONE,
DATA & RECEPTACLE.

RELAY; LETTER INDICATES RELAY TYPE
50 = INSTANTANEOUS OVERCURRENT OR RATE-OF-RISE
51 = AC-TIME OVERCURRENT
67 = AC-DIRECTIONAL OVERCURRENT
86 = LOCK OUT

DISCONNECT SWITCH, FUSED

DISCONNECT SWITCH, UNFUSED

STARTER, COMBINATION WITH DISCONNECT SWITCH

STARTER OR MOTOR CONTROLLER

VARIABLE FREQUENCY DRIVE

VENTILATOR OR FAN COIL UNIT OUTLET

CONDUIT TERMINATED 6" [152mm] AFF IN STANDARD
FOR EXTENSION TO EQUIPMENT AS DIRECTED.

CONDUIT TERMINATED W/COUPLING (FLUSH W/FINISHED
FLOOR) FOR EXTENSION TO EQUIPMENT AS DIRECTED.

SYMBOL: DESCRIPTION:

PHOTO CELL

LIGHT FIXTURE, RECESSED FLUORESCENT, 2'x4'

SWITCH
3 = THREE-WAY
D = FLUORESCENT DIMMER
LV= LOW VOLTAGE
LM= LOW VOLTAGE MASTER
PB= PUSH BUTTON STATION
T = TIMER OPERATED
X = EXPLOSION PROOF

2 = DOUBLE POLE
4 = FOUR-WAY
K = KEY OPERATED
L = LOCK
P = WITH PILOT LIGHT
RC= REMOTE CONTROL
WP= WEATHER PROOF

[610x1220mm]; LETTER INDICATES TYPE.

LIGHT FIXTURE, RECESSED FLUORESCENT, 1'x4'

[305x1220mm]; LETTER INDICATES TYPE.

LIGHT FIXTURE, RECESSED FLUORESCENT, 1'x8'

[305x2439mm]; LETTER INDICATES TYPE.

LIGHT FIXTURE, SURFACE MOUNTED FLUORESCENT, 2'x4'

[610x1220mm]; LETTER INDICATES TYPE.

LIGHT FIXTURE, SURFACE MOUNTED FLUORESCENT, 1'x4'

[305x1220mm]; LETTER INDICATES TYPE.

LIGHT FIXTURE, SURFACE MOUNTED FLUORESCENT, 1'x8'

[305x2439mm]; LETTER INDICATES TYPE.

LIGHT FIXTURE, FLUORESCENT EMERGENCY; LETTER

INDICATES TYPE.

LIGHT FIXTURE, RECESSED FLUORESCENT, 2'x2'

[610x610mm]; LETTER INDICATES TYPE.

LIGHT FIXTURE, SURFACE MOUNTED FLUORESCENT, 2'x2'

[610x610mm]; LETTER INDICATES TYPE.

LIGHT TRACK WITH HEADS AS SHOWN

LIGHT TRACK WITH HEADS AS SHOWN

LIGHT FIXTURE, WALL MOUNTED

LIGHTING, ONE HEAD EMERGENCY BATTERY POWER

LIGHTING, TWO HEAD EMERGENCY BATTERY POWER

LIGHTING, THREE HEAD EMERGENCY BATTERY POWER

INDUSTRIAL STRIP

LIGHT POLE, ONE MAST ARM, ONE LUMINAIRE

LIGHT POLE, TWO MAST ARMS, TWO LUMINAIRES

LIGHT POLE, POST TOP MOUNT LUMINAIRE

LIGHT POLE, ONE LUMINAIRE

LIGHT POLE, TWO LUMINAIRES

LIGHTING, EXTERIOR BUILDING

EXTERIOR FLOOD LIGHT

EXIT SIGN, WALL MOUNTED WITH DIRECTIONAL
ARROWS AND FACES AS SHOWN

EXIT SIGN, CEILING MOUNTED WITH DIRECTIONAL
ARROWS AND FACES AS SHOWN

LIGHT FIXTURE, BOLLARD

LIGHT FIXTURE, DIRECTIONAL

SYMBOL:   DESCRIPTION:

WYE CONNECTION

RELAY; LETTER INDICATES RELAY TYPE
50 = INSTANTANEOUS OVERCURRENT OR

51 = AC-TIME OVERCURRENT
67 = AC-DIRECTIONAL OVERCURRENT
86 = LOCK OUT

DELTA CONNECTION

TRANSFORMER

NORMALLY CLOSED RELAY CONTACT

NORMALLY OPEN RELAY CONTACT

FUSE WITH RATING

MOLDED CASE CIRCUIT BREAKER

LOW-VOLTAGE DRAWOUT AIR CIRCUIT BREAKER

HIGH-VOLTAGE OIL CIRCUIT BREAKER

HIGH-VOLTAGE DRAWOUT AIR CIRCUIT BREAKER

SWITCH AND FUSE UNIT

FUSED DRAWOUT POTENTIAL TRANSFORMER

METER

RECEPTACLE, DUPLEX, TAMPERPROOF

RECEPTACLE, QUADRAPLEX

INTERRUPTER

DAYLIGHT SENSOR

POWER SUPPLY FOR OCCUPANCY SENSOR

DUAL - TECHNOLOGY OCCUPANCY SENSOR

ULTRASONIC - TECHNOLOGY OCCUPANCY SENSOR

ELECTRICAL CONNECTION

DATA COMMUNICATION OUTLET

     RATE-OF-RISE

AMMETER

VOLTMETER

WATTMETER

WATT-HOUR METER

SYMBOL:   DESCRIPTION:

METER

D3 = THREE-WAY FLUORESCENT
02=  DUAL LEVEL
     OCCUPANCY SENSOR

GENERATOR, POWER

RECEPTACLE, DUPLEX, WEATHERPROOF

L = 120V, 30A, 1 PHASE, 2-POLE, 3W, NEMA L5-30R.

M = 3-POSITION MOMENTARY
0=  OCCUPANCY SENSOR

CORRIDOR OCCUPANCY SENSOR

PUSH PLATE

WM-1 = 120V, 15A, 1 PHASE, 2-POLE, 3W,
NEMA 5-15R, SIMPLEX.

WM-2 = 120V, 20A, 1 PHASE, 2-POLE, 3W,
NEMA 5-20R, DUPLEX.

ELECTRICAL CONNECTION EMERGENCY

ALL SYMBOLS AND ABBREVIATIONS LISTED MAY NOT BE APPLICABLE TO THIS PROJECT. USE ONLY THE SYMBOLS AND
ABBREVIATIONS PERTAINING TO THE DOCUMENTS.

DIMMER

SUGGESTED MATRIX OF SCOPE RESPONSIBILITY

ITEM SHOWN ON
FURNISHED

BY
INSTALLED

BY NOTES:
INFORMATION OUTLET ROUGH-IN (REFER TO GENERAL TECHNOLOGY EQUIPMENT
SCHEDULE AND SPECIFICATIONS FOR DEFINITION)

T-SERIES E.C. E.C. 1

INFORMATION OUTLET FACEPLATES, JACKS AND TERMINATIONS T-SERIES T.C. T.C.

CONDUIT SLEEVES (WHEN SHOWN ON DRAWINGS) T-SERIES E.C. E.C.

CONDUIT SLEEVES (NOT SHOWN BUT REQUIRED FOR PROPER
INSTALLATION OF SYSTEM)

N/A T.C. T.C. 2, 4, 5

TECHNOLOGY SYSTEMS ROUGH-IN T-SERIES T.C. E.C. 1, 3, 4

TECHNOLOGY EQUIPMENT, CABLING, & TERMINATIONS T-SERIES T.C. T.C. 10

SECURITY SYSTEMS ROUGH-IN T-SERIES E.C. E.C. 1, 3, 4

SECURITY EQUIPMENT, CABLING, & TERMINATIONS T-SERIES S.C. S.C. 11, 12

AUDIO/VISUAL SYSTEMS ROUGH-IN T-SERIES E.C. E.C. 1, 3, 4

AUDIO/VISUAL EQUIPMENT, CABLING, & TERMINATIONS T-SERIES T.C. T.C.

NURSE CALL ROUGH-IN T-SERIES NC.C E.C. 1, 3, 4

NURSE CALL EQUIPMENT, CABLING, & TERMINATIONS T-SERIES NC.C NC.C.

CABLE TRAY (INCLUDING WIRE BASKET TRAY) T-SERIES E.C. E.C.

LADDER RACK T-SERIES T.C. T.C. 5

FIRESTOPPING N/A E.C. E.C. 9

GROUNDING LUGS ON TECHNOLOGY EQUIPMENT T-SERIES T.C. E.C. 6

BONDING SYSTEM FOR TECHNOLOGY SYSTEM T-SERIES E.C. E.C. 7

CONNECTION OF TECHNOLOGY GROUND SYSTEM TO THE
ELECTRICAL GROUND SYSTEM

T-SERIES E.C. E.C. 8

LINE VOLTAGE POWER (+120V OR GREATER) E-SERIES E.C. E.C.

LINE VOLTAGE POWER (NOT SHOWN BUT REQUIRED FOR PROPER INSTALLATION
OF SYSTEM)

N/A T.C. E.C. 2, 4

LINE VOLTAGE POWER FOR DOOR HARDWARE POWER SUPPLIES ARCH SPEC E.C. E.C.

LOW VOLTAGE CABLING FOR TECHNOLOGY SYSTEMS T-SERIES T.C. T.C.

J-HOOKS OR OTHER CABLE ROUTING METHODS (OTHER THAN CONDUIT AND
CABLE TRAY)

T-SERIES T.C. T.C. 5

TELECOMMUNICATIONS TERMINAL BOARD (TTB) T-SERIES T.C. T.C.

FLOOR BOX (ROUGH-IN) T & E SERIES E.C. E.C.
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GENERAL SHEET NOTES

REFER TO E000 FOR GENERAL ELECTRICAL
NOTES, ELECTRICAL INSTALLATION NOTES,
ELECTRICAL MATERIAL LIST AND ELECTRICAL
ABBREVIATIONS.

REFER TO E601 AND E602 FOR ELECTRICAL
SCHEDULES.

REFER TO E501, E502 AND E503 FOR
ELECTRICAL DETAILS.

REFER TO E603 FOR ELECTRICAL ONE-LINE
DIAGRAM.

REFER TO SHEET EP101 FOR PANEL LPB-
DD8.9-277VE LOCATION.

REFER TO SHEET EP106 FOR PANEL LPICU-
277VN LOCATION.

DEMOLISH ALL EXISTING ELECTRICAL DEVICES
IN EXISTING AREAS SHOWN RENOVATED.
REFER TO THE ARCHITECTURAL PLANS FOR
DEMOLITION SCOPE OF WORK.

CIRCUIT ALL EMERGENCY NIGHT LIGHT
LUMINAIRES (NL) AND EXIT SIGNS TO CIRCUIT
(LPB-DD8.9-277VE)-21 USING 2#10 & 1#10 IN
3/4" C.

1.

2.

3.

4.

5.

6.

7.

8.

N
O R HT

 1/4" = 1'-0"1
THIRD FLOOR - ELECTRICAL - LIGHTING - AREA 2

KEYNOTES

MOUNT SWITCH WITHIN SIDE OF HEADWALL
UNIT CLOSEST TO ENTRY DOOR.
COORDINATE INSTALLATION WITH
EQUIPMENT PROVIDED.

REFER TO SWITCH MOUNTING DETAIL 7/E503
FOR TYPICAL SWITCH LAYOUT.

CIRCUIT F7 LUMINAIRE TO ADJACENT
RECEPTACLE CIRCUIT USING EQUIVALENT
QUANTITY AND SIZE CONDUCTORS AND
CONDUIT. REFER TO EP105 FOR CIRCUIT
INFORMATION.

F4 PATIENT MULTIFUNCTION EXAM
LUMINAIRE SHALL BE PROVIDED WITH LOW
VOLTAGE CONTROLLER. ROUTE 2#14 IN 3/4"
C. TO NURSE CALL PATIENT CONTROL
CONTACTS. REFER TO DETAIL 10/E502 FOR
LOW VOLTAGE SWITCHING CONFIGURATION.

REFER TO SWITCH MOUNTING DETAIL 8/E503
FOR TYPICAL SWITCH LAYOUT.

EXISTING LUMINAIRES IN ROOM SHALL BE
DEMOLISHED FOR RENOVATION WORK.
EXISTING SWITCHES AND CIRCUITING SHALL
REMAIN FOR RE-USE WITH NEW LUMINAIRES.
EXTEND EXISTING CIRCUIT AS REQUIRED
FOR COMPLETION OF NEW WORK.

1.

2.

3.

4.

5.

6.
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GENERAL SHEET NOTES

REFER TO E000 FOR GENERAL ELECTRICAL
NOTES, ELECTRICAL INSTALLATION NOTES,
ELECTRICAL MATERIAL LIST AND ELECTRICAL
ABBREVIATIONS.

REFER TO E601 AND E602 FOR ELECTRICAL
SCHEDULES.

REFER TO E501, E502 AND E503 FOR
ELECTRICAL DETAILS.

REFER TO E603 FOR ELECTRICAL ONE-LINE
DIAGRAM.

REFER TO SHEET EP101 FOR PANEL LPB-
DD8.9-277VE LOCATION.

REFER TO SHEET EP106 FOR PANEL LPICU-
277VN LOCATION.

DEMOLISH ALL EXISTING ELECTRICAL DEVICES
IN EXISTING AREAS SHOWN RENOVATED.
REFER TO THE ARCHITECTURAL PLANS FOR
DEMOLITION SCOPE OF WORK.

CIRCUIT ALL EMERGENCY NIGHT LIGHT
LUMINAIRES (NL) AND EXIT SIGNS TO CIRCUIT
(LPB-DD8.9-277VE)-21 USING 2#10 & 1#10 IN
3/4" C.
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3.

4.

5.

6.

7.

8.
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 1/4" = 1'-0"1

THIRD FLOOR - ELECTRICAL - LIGHTING - DEDUCT ALTERNATE 5 - AREA
2

KEYNOTES

MOUNT SWITCH WITHIN SIDE OF HEADWALL
UNIT CLOSEST TO ENTRY DOOR.
COORDINATE INSTALLATION WITH
EQUIPMENT PROVIDED.

REFER TO SWITCH MOUNTING DETAIL 7/E503
FOR TYPICAL SWITCH LAYOUT.

CIRCUIT F7 LUMINAIRE TO ADJACENT
RECEPTACLE CIRCUIT USING EQUIVALENT
QUANTITY AND SIZE CONDUCTORS AND
CONDUIT. REFER TO EP105.1 FOR CIRCUIT
INFORMATION.

F4 PATIENT MULTIFUNCTION EXAM LUMINAIRE
SHALL BE PROVIDED WITH LOW VOLTAGE
CONTROLLER. ROUTE 2#14 IN 3/4" C. TO
NURSE CALL PATIENT CONTROL CONTACTS.
REFER TO DETAIL 10/E502 FOR LOW VOLTAGE
SWITCHING CONFIGURATION.

REFER TO SWITCH MOUNTING DETAIL 8/E503
FOR TYPICAL SWITCH LAYOUT.

EXISTING LUMINAIRES IN ROOM SHALL BE
DEMOLISHED FOR RENOVATION WORK.
EXISTING SWITCHES AND CIRCUITING SHALL
REMAIN FOR RE-USE WITH NEW LUMINAIRES.
EXTEND EXISTING CIRCUIT AS REQUIRED FOR
COMPLETION OF NEW WORK.

1.

2.

3.

4.

5.

6.
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GENERAL SHEET NOTES

REFER TO E000 FOR GENERAL ELECTRICAL
NOTES, ELECTRICAL INSTALLATION NOTES,
ELECTRICAL MATERIAL LIST AND ELECTRICAL
ABBREVIATIONS.

REFER TO E601 AND E602 FOR ELECTRICAL
SCHEDULES.

REFER TO E501, E502, AND E503 FOR
ELECTRICAL DETAILS.

REFER TO E603 FOR ELECTRICAL ONE-LINE
DIAGRAM.

REFER TO SHEET EP101 FOR PANEL LPB-
DD8.9-277VE LOCATION.

REFER TO SHEET EP106 FOR PANEL LPICU-
277VN LOCATION.

DEMOLISH ALL EXISTING ELECTRICAL DEVICES
IN EXISTING AREAS SHOWN RENOVATED.
REFER TO THE ARCHITECTURAL PLANS FOR
DEMOLITION SCOPE OF WORK.

CIRCUIT ALL EMERGENCY NIGHT LIGHT
LUMINAIRES (NL) AND EXIT SIGNS TO CIRCUIT
(LPB-DD8.9-277VE)-21 USING 2#10 & 1#10 IN
3/4" C.

KEYNOTES

1.

2.

3.

4.

5.

6.

7.

8.

MOUNT SWITCH WITHIN SIDE OF HEADWALL
UNIT CLOSEST TO ENTRY DOOR. COORDINATE
INSTALLATION WITH EQUIPMENT PROVIDED.

REFER TO SWITCH MOUNTING DETAIL 7/E503
FOR TYPICAL SWITCH LAYOUT.

CIRCUIT F7 LUMINAIRE TO ADJACENT
RECEPTACLE CIRCUIT USING EQUIVALENT
QUANTITY AND SIZE CONDUCTORS AND
CONDUIT. REFER TO EP106 FOR CIRCUIT
INFORMATION.

F4 PATIENT MULTIFUNCTION EXAM LUMINAIRE
SHALL BE PROVIDED WITH LOW VOLTAGE
CONTROLLER. ROUTE 2#14 IN 3/4" C. TO NURSE
CALL PATIENT CONTROL CONTACTS. REFER
TO DETAIL 10/E502 FOR LOW VOLTAGE
SWITCHING CONFIGURATION.

OCCUPANCY SENSOR POWER RELAY
SUPPLY/RELAY SHALL BE CONTROLLED BY
LOW VOLTAGE WALL MOUNT OCCUPANCY
SENSOR.

REFER TO SWITCH MOUNTING DETAIL 8/E503
FOR TYPICAL SWITCH LAYOUT.
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GENERAL SHEET NOTES

REFER TO E000 FOR GENERAL ELECTRICAL
NOTES, ELECTRICAL INSTALLATION NOTES,
ELECTRICAL MATERIAL LIST AND ELECTRICAL
ABBREVIATIONS.

REFER TO E601 AND E602 FOR ELECTRICAL
SCHEDULES.

REFER TO E501, E502, AND E503 FOR
ELECTRICAL DETAILS.

REFER TO E603 FOR ELECTRICAL ONE-LINE
DIAGRAM.

REFER TO SHEET EP101 FOR PANEL LPB-
DD8.9-277VE LOCATION.

REFER TO SHEET EP106 FOR PANEL LPICU-
277VN LOCATION.

DEMOLISH ALL EXISTING ELECTRICAL DEVICES
IN EXISTING AREAS SHOWN RENOVATED.
REFER TO THE ARCHITECTURAL PLANS FOR
DEMOLITION SCOPE OF WORK.

CIRCUIT ALL EMERGENCY NIGHT LIGHT
LUMINAIRES (NL) AND EXIT SIGNS TO CIRCUIT
(LPB-DD8.9-277VE)-21 USING 2#10 & 1#10 IN
3/4" C.

KEYNOTES

1.

2.

3.

4.

5.

6.

7.

8.

MOUNT SWITCH WITHIN SIDE OF HEADWALL
UNIT CLOSEST TO ENTRY DOOR. COORDINATE
INSTALLATION WITH EQUIPMENT PROVIDED.

REFER TO SWITCH MOUNTING DETAIL 7/E503
FOR TYPICAL SWITCH LAYOUT.

CIRCUIT F7 LUMINAIRE TO ADJACENT
RECEPTACLE CIRCUIT USING EQUIVALENT
QUANTITY AND SIZE CONDUCTORS AND
CONDUIT. REFER TO EP106.1 FOR CIRCUIT
INFORMATION.

F4 PATIENT MULTIFUNCTION EXAM LUMINAIRE
SHALL BE PROVIDED WITH LOW VOLTAGE
CONTROLLER. ROUTE 2#14 IN 3/4" C. TO
NURSE CALL PATIENT CONTROL CONTACTS.
REFER TO DETAIL 10/E502 FOR LOW VOLTAGE
SWITCHING CONFIGURATION.

OCCUPANCY SENSOR POWER RELAY
SUPPLY/RELAY SHALL BE CONTROLLED BY
LOW VOLTAGE WALL MOUNT OCCUPANCY
SENSOR.

REFER TO SWITCH MOUNTING DETAIL 8/E503
FOR TYPICAL SWITCH LAYOUT.
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GENERAL NOTES
1. REFER TO E000 FOR GENERAL ELECTRICAL

NOTES, ELECTRICAL INSTALLATION NOTES,
ELECTRICAL MATERIAL LIST AND ELECTRICAL
ABBREVIATIONS.

2. REFER TO E601 AND E602 FOR ELECTRICAL
SCHEDULES.

3. REFER TO E501, E502, AND E503 FOR
ELECTRICAL DETAILS.

4. REFER TO E603 FOR ELECTRICAL ONE-LINE
DIAGRAM.

KEYNOTES
1. REFER TO ONE-LINE DIAGRAM FOR NEW CIRCUIT

BREAKER REQUIREMENTS.

2. NEW EMERGENCY EQUIPMENT BRANCH PANEL
BOARD FEEDERS ROUTED IN BASEMENT SUB-
FLOOR TO ICU ADDITION. REFER TO ONE-LINE
DIAGRAM.

3. TRANSITION NEW PANEL BOARD FEEDERS FROM
BASEMENT SUB-FLOOR TO SPD CEILING
STRUCTURE HEIGHT WITHIN HOSPITAL
MECHANICAL ROOM. PROVIDE PULL BOXES AS
REQUIRED TO SUPPORT TRANSITION.

KEYNOTES
4. ROUTE NEW PANEL BOARD FEEDERS UP TO

DISTRIBUTION PANELBOARD THROUGH THE
MECHANICAL AIR SHAFT ON THE SOUTHERN
WALL. FIELD VERIFY CONDUIT ROUTING PRIOR
TO INSTALLATION. REFER TO EP103 FOR
CONTINUATION.
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GENERAL SHEET NOTES

REFER TO E000 FOR GENERAL ELECTRICAL
NOTES, ELECTRICAL INSTALLATION NOTES,
ELECTRICAL MATERIAL LIST AND
ELECTRICAL ABBREVIATIONS.

REFER TO E601 AND E602 FOR ELECTRICAL
SCHEDULES.

REFER TO E501, E502, AND E503 FOR
ELECTRICAL DETAILS.

REFER TO E603 FOR ELECTRICAL ONE-LINE
DIAGRAM.

EXISTING ROOFTOP LIGHTING PROTECTION
SHALL BE MODIFIED AS REQUIRED. REFER
TO SHEET EP108 FOR ADDITIONAL
INFORMATION.

KEYNOTES

1.

2.

3.

4.

5.

TEMPORARILY SUPPORT AND PROVIDE
WEATHERTIGHT PROTECTION FOR ALL
CONDUIT, AIR HANDLER VARIABLE FREQUECY
DRIVES, RECEPTALES AND WALL MOUNTED
DISCONNECTS/STARTERS INSIDE EXISTING AIR
HANDLER ROOM. DURING REMOVAL OF
EXISTING PENTHOUSE ENCLOSURE,
EQUIPMENT MUST REMAIN OPERATIONAL
DURING CONSTRUCTION. REINSTALL
ELECTRICAL DEVICES ON ADJACENT WALLS
USING EXISTING ELECTRICAL CIRCUITS AND
NEW CONDUIT AND CONDUCTORS THAT
MATCH EXISTING AS REQUIRED.

NEW PANEL BOARD FEEDERS. REFER TO
EP102 FOR CONTINUATION.

CONNECT TO EXHAUST FAN INTEGRAL
DISCONNECT LOCATED ON ICU ROOF. REFER
TO SHEET EP108 FOR CONTINUATION. MANUAL
STARTER/SWITCH SHOWN OFFSET OF WALL
FOR CLARITY.

MOUNT MANUAL SWITCH WITHIN SIGHT OF
EQUIPMENT BEING SERVED. LOCATE ON
ADJACENT WALL.

EXISTING CONDUIT AND CONDUCTORS SHALL
BE EXTENDED FROM INTERSTITIAL FLOOR TO
FEED RELOCATED MECHANICAL EQUIPMENT.
PROVIDE NEW CONDUCTORS AND CONDUIT
SIZED TO MATCH EXISTING SIZE AND
QUANTITY.

REFER TO RECEPTACLE ROOF MOUNTING
DETAIL 3/E502.

120V POWER FOR 24V VAV CONTROL CIRCUIT
IN THIS AREA. MOUNT JUNCTION BOX ABOVE
ACCESSIBLE CEILING. COORDINATE WITH
CONTROLS CONTRACTOR FOR DETAILED
REQUIREMENTS.

1.

2.

3.

4.

5.

6.

7.
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08/22/2014

589-330

EP103.1
DAVROU

INTERSTITIAL SPACE - ELECTRICAL - POWER -
DEDUCT ALTERNATES 4&5

ERIPER DAVROU

GENERAL SHEET NOTES

REFER TO E000 FOR GENERAL ELECTRICAL
NOTES, ELECTRICAL INSTALLATION NOTES,
ELECTRICAL MATERIAL LIST AND ELECTRICAL
ABBREVIATIONS.

REFER TO E601 AND E602 FOR ELECTRICAL
SCHEDULES.

REFER TO E501, E502, AND E503 FOR
ELECTRICAL DETAILS.

REFER TO E603 FOR ELECTRICAL ONE-LINE
DIAGRAM.

KEYNOTES

1.

2.

3.

4.

EXISTING LIGHTNING PROTECTION TO REMAIN
ON EXISTING ROOF AND BE
MODIFIED/EXTENDED TO NEW ADDITION.
REFER TO SHEET EP108.1 FOR ADDITIONAL
INFORMATION.

NEW PANEL BOARD FEEDERS. REFER TO
EP102 FOR CONTINUATION.

CONNECT TO EXHAUST FAN INTEGRAL
DISCONNECT LOCATED ON ICU ROOF. REFER
TO SHEET EP108 FOR CONTINUATION. MANUAL
STARTER/SWITCH SHOWN OFFSET OF WALL
FOR CLARITY.

MOUNT MANUAL SWITCH WITHIN SIGHT OF
EQUIPMENT BEING SERVED. LOCATE ON
ADJACENT WALL.

EXISTING CONDUIT AND CONDUCTORS SHALL
BE EXTENDED FROM INTERSTITIAL FLOOR TO
FEED RELOCATED MECHANICAL EQUIPMENT.
PROVIDE NEW CONDUCTORS AND CONDUIT
SIZED TO MATCH EXISTING SIZE AND
QUANTITY.

REFER TO RECEPTACLE ROOF MOUNTING
DETAIL 3/E502.

EXHAUST FAN 1-EF-51 SHALL NOT BE
INSTALLED AS PART OF DEDUCT ALTERNATE #
5. REMOVE MANUAL STARTER.

120V POWER FOR 24V VAV CONTROL CIRCUIT
IN THIS AREA. MOUNT JUNCTION BOX ABOVE
ACCESSIBLE CEILING. COORDINATE WITH
CONTROLS CONTRACTOR FOR DETAILED
REQUIREMENTS.

1.

2.

3.

4.

5.

6.

7.

8.
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THIRD FLOOR - ELECTRICAL - POWER - AREA 1

GENERAL SHEET NOTES

REFER TO E000 FOR GENERAL ELECTRICAL
NOTES, ELECTRICAL INSTALLATION NOTES,
ELECTRICAL MATERIAL LIST AND ELECTRICAL
ABBREVIATIONS.

REFER TO E601 AND E602 FOR ELECTRICAL
SCHEDULES.

REFER TO E501, E502, AND E503 FOR
ELECTRICAL DETAILS.

REFER TO E603 FOR ELECTRICAL ONE-LINE
DIAGRAM.

DEMOLISH ALL EXISTING ELECTRICAL DEVICES
IN EXISTING AREAS SHOWN RENOVATED.
REFER TO THE ARCHITECTURAL PLANS FOR
DEMOLITION SCOPE OF WORK.

KEYNOTES

1.

2.

3.

4.

5.

ELECTRIC SINK/TOILET SENSOR. E.C. SHALL
INSTALL AND WIRE LOW VOLTAGE
TRANSFORMER FURNISHED BY OTHERS TO
SINK/TOILET SENSOR. COORDINATE
INSTALLATION REQUIREMENTS WITH
EQUIPMENT PROVIDED.

1.
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KEYNOTES

EXISTING LIGHTNING PROTECTION TO BE
MODIFIED AND EXTENDED TO NEW ADDITION.
REFER TO SPECIFICATION AND DETAILS ON
SHEETS E502 AND E503 FOR REQUIREMENTS.

EXISTING CONDUIT AND CONDUCTORS SHALL
BE EXTENDED FROM INTERSTITIAL FLOOR TO
FEED RELOCATED MECHANICAL EQUIPMENT.
PROVIDE NEW CONDUCTORS AND CONDUIT
SIZED TO MATCH EXISTING SIZE AND
QUANTITY.

CONNECT TO EXHAUST FAN MANUAL STARTER
LOCATED IN MECHANICAL INTERSTITIAL SPACE
BELOW. REFER TO SHEET EP103 FOR
CONTINUATION.

REFER TO RECEPTACLE ROOF MOUNTING
DETAIL 3/E502.
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3.

4.
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GENERAL SHEET NOTES

REFER TO E000 FOR GENERAL ELECTRICAL
NOTES, ELECTRICAL INSTALLATION NOTES, FOR
ELECTRICAL MATERIAL LIST AND ELECTRICAL
ABBREVIATIONS.

REFER TO E601 AND E602 FOR ELECTRICAL
SCHEDULES.

REFER TO E501, E502, AND E503 FOR
ELECTRICAL DETAILS.

REFER TO E603 FOR ELECTRICAL ONE-LINE
DIAGRAM.
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